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BUILDING D MODIFICATION
ELECTRICAL ROOM

Sequence of Operation for the Demo around the Existing Electric Room

1. Low Voltage Communication Conduits/Services will be rerouted and re fed from from the
southwest side of the building.  Electrical Services feeding building D will not need to be relocated.
2. Add additional steel plating each side of the existing concrete joist within the Electric room and
Stairwell between Gridlines EX. 31 and EX. 33
3. Install a Steel T bracket at each Joist, secured to the existing wall to bridge the expansion joint on
the west side of the enclosure.
4. To secure the room, we will be adding a partition at Gridline EX. 31.
5. Once all supports are in place, the concrete structure outside of the space will be sawcut to
remove any weight of the garage from the added supports.
6. For access to the electric room, there will be a 3' 0"W x 7' 0"T Doorwall cut and installed in the
existing concrete structure on the west wall.
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ALL Welding:

Is required to be done by a WABO certified welder and have
Special Inspections by a WABO certified Inspection Agency
or
Be done in a WABO certified fabrication shop.

Have either the special inspection report or the WABO
fabrication shop certification available on site for the
Building Inspector.


